The ultra high voltage direct current (UHVDC) transmission system has advantages in delivering electrical energy over long distance at high capacity. UHVDC converter transformer is a key apparatus and its insulation state greatly affects the safe operation of the transmission system. Partial discharge (PD) characteristics of oil-pressboard insulation under combined AC-DC voltage are the foundation for analyzing the insulation state of UHVDC converter transformers. The defect pattern recognition based on PD characteristics is an important part of the state monitoring of converter transformers. In this paper, PD characteristics are investigated with the established experimental platform of three defect models (needle-plate, surface discharge and air gap) under 1:1 combined AC-DC voltage. The different PD behaviors of three defect models are discussed and explained through simulation of electric field strength distribution and discharge mechanism. For the recognition of defect types when multiple types of sources coexist, the Random Forests algorithm is used for recognition. In order to reduce the computational layer and the loss of information caused by the extraction of traditional features, the preprocessed single PD pulses and phase information are chosen to be the features for learning and test. Zero-padding method is discussed for normalizing the features. Based on the experimental data, Random Forests and Least Squares Support Vector Machine are compared in the performance of computing time, recognition accuracy and adaptability. It is proved that Random Forests is more suitable for big data analysis.
Introduction
With the rapid growth of electricity consumption, in many countries and regions around the world, there is an imbalance between electricity load and power generation. The advantages of the UHVDC transmission system in terms of high capacity and low loss are evident when the energy should be delivered from the remote power generation areas to the load-intensive areas over long distance. Especially in countries such as China and Brazil which are large in area and have uneven population distribution, in addition to fossil-fuel power generation, new energy sources such as wind and solar power generation bases are located far away from large cities, therefore, the development of UHVDC transmission system is more rapid in these places [1, 2] . As a key apparatus in HVDC recognition process. Zero-padding method is used to normalize the features including single PD pulse waveform and discharge phase information. RF and LSSVM are compared in the performance of computing time, recognition accuracy and adaptability.
Experimental System and Methods

Experimental Circuit
Experimental circuit for PD measuring under combined AC-DC voltage based on IEC 60270 [17] is shown in Figure 1 . Background noise in laboratory of all the tests is less than 5 pC. AC power source is a PD-free transformer and DC power source is a PD-free voltage doubling circuit whose ripple coefficient is less than 1%. R AC and R DC are protective resistors. C AC and C DC are coupling capacitors. Z m is the detecting impedor. OSC represents an oscilloscope. Filter represents a high-pass filter. The parameters of the experimental circuit are shown in Table 1 .
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Electrodes and Specimen
Three common defect models are selected, such as needle-plate, surface discharge and air gap, which represent three typical defects: corona discharge in oil in extremely uneven electric field strength, surface discharge along the oil-pressboard surface and discharge in air gap of pressboard. The schematic diagrams of the electrodes are shown in Figure 2 . In addition, all the dimensions of the electrodes are in millimeters. Each model contains at least one upper electrode, one lower electrode and pressboard, and is placed in a glass box filled with oil throughout the whole course of the experiment. All the lower electrodes are circular plates. The surface discharge model has two upper electrodes, one is a column electrode located in the center and one is a small rectangular plate electrode on the edge of the pressboard. The upper and lower electrodes are the same circular plates in air gap model. Due to the symmetrical structure, the schematic diagram of each model 
Three common defect models are selected, such as needle-plate, surface discharge and air gap, which represent three typical defects: corona discharge in oil in extremely uneven electric field strength, surface discharge along the oil-pressboard surface and discharge in air gap of pressboard. The schematic diagrams of the electrodes are shown in Figure 2 . In addition, all the dimensions of the electrodes are in millimeters. Each model contains at least one upper electrode, one lower electrode and pressboard, and is placed in a glass box filled with oil throughout the whole course of the experiment. All the lower electrodes are circular plates. The surface discharge model has two upper electrodes, one is a column electrode located in the center and one is a small rectangular plate electrode on the edge of the pressboard. The upper and lower electrodes are the same circular plates in air gap model. Due to the symmetrical structure, the schematic diagram of each model shown in Figure 2 is proposed with longitudinal section. The needle electrode is made by carbon steel and its curve radius is 100 µm. Other electrodes and the base of needle electrode are made by brass. The two electrodes are closely adjoined to the oil-impregnated pressboard specimen, where no oil layer should exist between electrodes. Needle electrode, column electrode and upper plate electrode of air gap model are connected with AC voltage side; all the lower plate electrodes and the plate electrode above the pressboard of surface discharge model are connected with DC voltage side.
Energies 2018, 11, x FOR PEER REVIEW 4 of 19 shown in Figure 2 is proposed with longitudinal section. The needle electrode is made by carbon steel and its curve radius is 100 μm. 1 mm-thick Weidmann pressboard in 120 mm × 120 mm size was dried under 110 °C and vacuum of 50 Pa for 72 h. The immersion process with Kunlun 25# Karamay transformer oil of the pressboard was performed under 80 °C and vacuum of 50 Pa for 48 h. The moisture content of pressboard is less than 1%. The gas volume fraction in oil is less than 2%, and the micro-moisture content of oil is less than 10 ppm, which is conformed to IEC 60641 [18] . The air gap model contains three layers of pressboard, among which the middle layer of pressboard has a round hole of 10 mm diameter in the center. Epoxy adhesive was used to bond the pressboard around the hole.
Voltage Application Method and Data Collection
For the factory acceptance test of oil-immersed converter transformers, four kinds of ratios between AC voltage effective value and DC voltage average value are commonly applied to valve winding, namely 1:1, 1:3, 1:5 and 1:7, respectively [19] . 1:1 is more commonly used in practical operation and experimental study. This study is focused on the PD characteristics of different models and the recognition methods of discharge sources, not on the influence of ratios, thus 1:1 was used for experimental research.
Constant-voltage testing method was used in these experiments because it is similar to the actual situation. All the tests were performed at room temperature. The PD measuring system was calibrated with 500 pC standard pulse discharge source, and the sensitivity of PD measurement system is 5 pC. Both AC and DC voltage were raised step by step (2 kV for each step). In order to wait for the stability process of the conduction current, AC voltage is superimposed on DC voltage after 2 min for each step [20] . The final constant voltage is the PD inception voltage (PDIV) of each test, which can balance the demands of experimental time controlling and simulation of actual situation. In actual operation condition, the voltage of each defective part is not the same, so different levels of external voltage were used for the three defect models in the experiments to ensure that the entire PD process can be properly recorded. The experiment for each model was repeated twice and the results of two experiments for each model were approximately similar. The constant voltage levels of three models were 14 kV for needle-plate model, 16 kV for surface discharge model and 5 kV for air gap model respectively. The waveform of 1:1 combined AC-DC voltage is shown in Figure 3 . Sampling rate in this scheme is 100 MS/s. PD pulses of 5 consecutive primitive cycles (20 ms × 5) were sampled in every 3 min. The sampling process began 2 min after 1 mm-thick Weidmann pressboard in 120 mm × 120 mm size was dried under 110 • C and vacuum of 50 Pa for 72 h. The immersion process with Kunlun 25# Karamay transformer oil of the pressboard was performed under 80 • C and vacuum of 50 Pa for 48 h. The moisture content of pressboard is less than 1%. The gas volume fraction in oil is less than 2%, and the micro-moisture content of oil is less than 10 ppm, which is conformed to IEC 60641 [18] . The air gap model contains three layers of pressboard, among which the middle layer of pressboard has a round hole of 10 mm diameter in the center. Epoxy adhesive was used to bond the pressboard around the hole.
Constant-voltage testing method was used in these experiments because it is similar to the actual situation. All the tests were performed at room temperature. The PD measuring system was calibrated with 500 pC standard pulse discharge source, and the sensitivity of PD measurement system is 5 C. Both AC and DC voltage were raised step by step (2 kV for each step). In order to wait for the stability process of the conduction current, AC voltage is superimposed on DC voltage after 2 min for each step [20] . The final constant voltage is the PD inception voltage (PDIV) of each test, which can balance the demands of experimental time controlling and simulation of actual situation. In actual operation condition, the voltage of each defective part is not the same, so different levels of external voltage were used for the three defect models in the experiments to ensure that the entire PD process can be properly recorded. The experiment for each model was repeated twice and the results of two experiments for each model were approximately similar. The constant voltage levels of three models were 14 kV for needle-plate model, 16 kV for surface discharge model and 5 kV for air gap model respectively. The waveform of 1:1 combined AC-DC voltage is shown in Figure 3 . Sampling rate in this scheme is 100 MS/s. PD pulses of 5 consecutive primitive cycles (20 ms × 5) were sampled in every the voltage was constant and ended when discharge breakdown occurred. The flow diagram of the PD measurement is shown in Figure 4 . 
Experimental Results and Discussion
PD Development Process
The PD processes of three models are different in appearance. The maximum of apparent charge (Qmax) and PD repetition rate (N) are two indicators of PD degree. The time-variation trends of Qmax and N of three models are shown in Figure 5 . Because in the experiment of this paper, data of 5 primitive cycles are collected every 3 min, every sample of Qmax is the apparent charge of the largest pulse in the 5 primitive cycles. The experimental process of each PD defect model forms a figure of Qmax time-variation trend. While 1 s contains 50 primitive cycles, the total number of PD pulses in each of the 5 cycles will be multiplied by a factor of 10, planning for the PD repetition rate per 1 s, and creating a time-variation trend of N. The two PD indicators of needle-plate model the voltage was constant and ended when discharge breakdown occurred. The flow diagram of the PD measurement is shown in Figure 4 . 
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PD Development Process
The PD processes of three models are different in appearance. The maximum of apparent charge (Q max ) and PD repetition rate (N) are two indicators of PD degree. The time-variation trends of Q max and N of three models are shown in Figure 5 . Because in the experiment of this paper, data of 5 primitive cycles are collected every 3 min, every sample of Q max is the apparent charge of the largest pulse in the 5 primitive cycles. The experimental process of each PD defect model forms a figure of Q max time-variation trend. While 1 s contains 50 primitive cycles, the total number of PD pulses in each of the 5 cycles will be multiplied by a factor of 10, planning for the PD repetition rate per 1 s, and creating a time-variation trend of N. The two PD indicators of needle-plate model gradually increase in the first half then maintain a relatively stable state, and rapidly decline before breakdown. The PD indicators of surface discharge model are relatively smoothly at a low level in the first half then rise rapidly, after a period of time they decline until the breakdown. The PD process of air gap model is almost in a steady rising state, and in the vicinity of the breakdown suddenly rises. Overall the PD process of needle-plate model develops the most slowly; Q max and N of air gap model are the highest because the PD degree of air gap model is the most serious. In previous studies, the whole PD process is generally divided into three to five stages. In general, the discharge processes of most models before breakdown will experience the discharge steady stage and pre-breakdown stage [21, 22] . Figure 6 shows the PD pulses in one primitive cycle in the steady stage of each model. It can be seen that under 1:1 combined AC-DC voltage whose waveform has asymmetrical positive and negative half cycle, PD amplitude in one cycle of needle-plate and surface discharge models is obviously asymmetrical, but this feature of the air gap model is not obvious.
(a) In previous studies, the whole PD process is generally divided into three to five stages. In general, the discharge processes of most models before breakdown will experience the discharge steady stage and pre-breakdown stage [21, 22] . Figure 6 shows the PD pulses in one primitive cycle in the steady stage of each model. It can be seen that under 1:1 combined AC-DC voltage whose waveform has asymmetrical positive and negative half cycle, PD amplitude in one cycle of needle-plate and surface discharge models is obviously asymmetrical, but this feature of the air gap model is not obvious. gradually increase in the first half then maintain a relatively stable state, and rapidly decline before breakdown. The PD indicators of surface discharge model are relatively smoothly at a low level in the first half then rise rapidly, after a period of time they decline until the breakdown. The PD process of air gap model is almost in a steady rising state, and in the vicinity of the breakdown suddenly rises. Overall the PD process of needle-plate model develops the most slowly; Qmax and N of air gap model are the highest because the PD degree of air gap model is the most serious. In previous studies, the whole PD process is generally divided into three to five stages. In general, the discharge processes of most models before breakdown will experience the discharge steady stage and pre-breakdown stage [21, 22] . Figure 6 shows the PD pulses in one primitive cycle in the steady stage of each model. It can be seen that under 1:1 combined AC-DC voltage whose waveform has asymmetrical positive and negative half cycle, PD amplitude in one cycle of needle-plate and surface discharge models is obviously asymmetrical, but this feature of the air gap model is not obvious.
(a) 
Discussion on PD Characteristics
PD characteristics are closely related to the model type and oil-pressboard insulation state, and the essence can be obtained from the physical process of discharge and its phenomenon. The dielectric constant proportion of the oil impregnated pressboard and transformer oil is about 2:1 and volume resistivity proportion is dozens to hundreds of times. Therefore, when the voltage is applied, the distribution of the electric field is different for each model because of its different structures.
The electric field distribution of needle-plate model under AC and DC voltage components at the moment when the voltage is applied is shown in Figure 7a ,b. The electric field generated by the AC component of the voltage is mainly concentrated around the needle tip, while the electric field generated by the DC component is mainly concentrated in the pressboard. However, the electric strength of the oil is lower and the electric field strength in oil is higher, so PD occurs firstly in the oil around the tip.
The electric field distribution of needle-plate model under AC and DC voltage components at the moment when the voltage is applied is shown in Figure 7a ,b. The electric field generated by the AC component of the voltage is mainly concentrated around the needle tip, while the electric field generated by the DC component is mainly concentrated in the pressboard. However, the electric strength of the oil is lower and the electric field strength in oil is higher, so PD occurs firstly in the oil around the tip. 
The electric field distribution of needle-plate model under AC and DC voltage components at the moment when the voltage is applied is shown in Figure 7a ,b. The electric field generated by the AC component of the voltage is mainly concentrated around the needle tip, while the electric field generated by the DC component is mainly concentrated in the pressboard. However, the electric strength of the oil is lower and the electric field strength in oil is higher, so PD occurs firstly in the oil around the tip. The AC voltage component changes periodically while the DC component polarity does not change, so under the DC voltage component, the electrode will inject charges more obviously into the pressboard. At the same time, the charges are concentrated on the interface of the insulating medium as shown in Figure 8 . Figure 8a shows the space charge distribution of needle-plate model under DC component. For needle-plate model in the initial stage of PD process, the electric field is seriously distorted near the tip of the needle, resulting in a small amount of bubbles. The charges accumulate at the bubble interface and the oil-paper interface, so that the electric field strength at the tip is weakened and the electric field strength of the oil-paper interface is enhanced. However, the charges accumulated at the oil-gas interface are limited, and the charges of the oil-paper interface diffuse rapidly under the repulsive force. Therefore, the discharge amplitude and frequency are low and the discharge randomness is strong. With the development of discharge, the small bubbles in the oil continue to increase and gather, the paper fiber is ablated, and the pressboard under the tip of needle is sunken. In addition, under the action of DC voltage component, the directional movement of charge inside the pressboard will also lead to local defects, so that the amplitude and frequency of the PD pulses are increased. With a certain period of the steady stage, the bubbles continue to accumulate, a number of gas columns are formed on the pressboard. At this point, a lot of gas is gathered in the depression under the tip of needle format to form gas gap, so that oil gap discharge transforms into gas gap discharge, indicating that the discharge process goes into the pre-breakdown stage. At this time, the discharge in oil gap is weakened and the discharge in gas gap is enhanced. However, the gas gap surface is smooth, and the electric field distribution is more uniform, so there is no penetrating discharge of high-energy. Charge on oil-gas interface diffuse fast, discharge amplitude and frequency are beginning to decline. Gas discharge will bring about a large number of strong oxidized charged particles, and these particles continue to hit the pressboard. Consequently the fiber quickly breaks and the pressboard enters the rapid aging stage [23] . In addition, the large amount of charge generated by the gas discharge will pass through the pressboard in the form of leakage current causing the internal defects of the pressboard. When the gas gap is expanded and drifted under the action of buoyancy, the high energy streamer discharge will run through the oil gap, and inject a lot of charge into the pressboard internal defects, so the pressboard is rapidly carbonized, resulting in insulation breakdown.
The electric field distribution diagrams of surface discharge model under AC and DC voltage components when the voltage starts to be applied are shown in Figure 9a ,b. The electric field generated by the AC component of the voltage is mainly concentrated at the angle between the column electrode and the pressboard, while the electric field generated by the DC component is mainly concentrated in the pressboard. At the same time, the small plate electrode on the paper will produce slightly stronger electric field strength in the oil under the DC voltage component.
The space charge distribution of surface discharge model under DC voltage component is shown in Figure 8b . For surface discharge model, in the initial stage the electric field strength is The AC voltage component changes periodically while the DC component polarity does not change, so under the DC voltage component, the electrode will inject charges more obviously into the pressboard. At the same time, the charges are concentrated on the interface of the insulating medium as shown in Figure 8 . Figure 8a shows the space charge distribution of needle-plate model under DC component. For needle-plate model in the initial stage of PD process, the electric field is seriously distorted near the tip of the needle, resulting in a small amount of bubbles. The charges accumulate at the bubble interface and the oil-paper interface, so that the electric field strength at the tip is weakened and the electric field strength of the oil-paper interface is enhanced. However, the charges accumulated at the oil-gas interface are limited, and the charges of the oil-paper interface diffuse rapidly under the repulsive force. Therefore, the discharge amplitude and frequency are low and the discharge randomness is strong. With the development of discharge, the small bubbles in the oil continue to increase and gather, the paper fiber is ablated, and the pressboard under the tip of needle is sunken. In addition, under the action of DC voltage component, the directional movement of charge inside the pressboard will also lead to local defects, so that the amplitude and frequency of the PD pulses are increased. With a certain period of the steady stage, the bubbles continue to accumulate, a number of gas columns are formed on the pressboard. At this point, a lot of gas is gathered in the depression under the tip of needle format to form gas gap, so that oil gap discharge transforms into gas gap discharge, indicating that the discharge process goes into the pre-breakdown stage. At this time, the discharge in oil gap is weakened and the discharge in gas gap is enhanced. However, the gas gap surface is smooth, and the electric field distribution is more uniform, so there is no penetrating discharge of high-energy. Charge on oil-gas interface diffuse fast, discharge amplitude and frequency are beginning to decline. Gas discharge will bring about a large number of strong oxidized charged particles, and these particles continue to hit the pressboard. Consequently the fiber quickly breaks and the pressboard enters the rapid aging stage [23] . In addition, the large amount of charge generated by the gas discharge will pass through the pressboard in the form of leakage current causing the internal defects of the pressboard. When the gas gap is expanded and drifted under the action of buoyancy, the high energy streamer discharge will run through the oil gap, and inject a lot of charge into the pressboard internal defects, so the pressboard is rapidly carbonized, resulting in insulation breakdown.
The space charge distribution of surface discharge model under DC voltage component is shown in Figure 8b . For surface discharge model, in the initial stage the electric field strength is high near
the edge of electrode and pressboard contact surface, where the surface discharge begins to occur. The resulting charges will accumulate near the electrode, improving the electric field distortion to a certain extent, making the discharge remaining at a low level for a long period of time. However, with the passage of time, splitting decomposition of oil induced by discharge produces gas, and the charges near the electrode are gradually increased, especially one electrode connected to the positive DC high voltage leads to a large amount of positive charge. The increase of the bubble and the advance of the charge improve the degree of discharges along the surface. Meanwhile, the PD amplitude and the frequency are obviously increased, and the pressboard begins to be obviously destroyed [19] . When there are enough bubbles, the gas gap discharge becomes the main discharge form instead of the discharge in oil. Because the charge generated by gas discharge dissipates quickly, PD amplitude and frequency drops again. The strength of the insulating oil has been significantly reduced, so Impurity Bridge is easily to be formed under the action of a strong electric field, causing flashover.
The electric field distribution diagrams of air gap model under AC and DC voltage components when the voltage starts to be applied are shown in Figure 10a ,b. Figure 8c shows the space charge distribution of air gap model under DC voltage component. For air gap model, since the dielectric constant of pressboard is several times of the dielectric constant of air, the electric field strength generated by the AC component is concentrate in the air gap. In addition, the electric field strength generated by the DC component is also slightly higher inside the air gap. However, the electric strength of the air gap is lower, the PD initial voltage is low and the discharge mainly occurs inside the air gap and the end of the PD process is also marked by air gap breakdown. As the influence of the AC voltage component on the discharge of air gap model is more obvious than the above two models, the discharge amplitude is more balanced in the positive and negative half cycles. high near the edge of electrode and pressboard contact surface, where the surface discharge begins to occur. The resulting charges will accumulate near the electrode, improving the electric field distortion to a certain extent, making the discharge remaining at a low level for a long period of time. However, with the passage of time, splitting decomposition of oil induced by discharge produces gas, and the charges near the electrode are gradually increased, especially one electrode connected to the positive DC high voltage leads to a large amount of positive charge. The increase of the bubble and the advance of the charge improve the degree of discharges along the surface. Meanwhile, the PD amplitude and the frequency are obviously increased, and the pressboard begins to be obviously destroyed [19] . When there are enough bubbles, the gas gap discharge becomes the main discharge form instead of the discharge in oil. Because the charge generated by gas discharge dissipates quickly, PD amplitude and frequency drops again. The strength of the insulating oil has been significantly reduced, so Impurity Bridge is easily to be formed under the action of a strong electric field, causing flashover. The electric field distribution diagrams of air gap model under AC and DC voltage components when the voltage starts to be applied are shown in Figure 10a ,b. Figure 8c shows the space charge distribution of air gap model under DC voltage component. For air gap model, since the dielectric constant of pressboard is several times of the dielectric constant of air, the electric field strength generated by the AC component is concentrate in the air gap. In addition, the electric field strength generated by the DC component is also slightly higher inside the air gap. However, the electric strength of the air gap is lower, the PD initial voltage is low and the discharge mainly occurs inside the air gap and the end of the PD process is also marked by air gap breakdown. As the influence of the AC voltage component on the discharge of air gap model is more obvious than the above two models, the discharge amplitude is more balanced in the positive and negative half cycles.
Energies
However, with the passage of time, splitting decomposition of oil induced by discharge produces gas, and the charges near the electrode are gradually increased, especially one electrode connected to the positive DC high voltage leads to a large amount of positive charge. The increase of the bubble and the advance of the charge improve the degree of discharges along the surface. Meanwhile, the PD amplitude and the frequency are obviously increased, and the pressboard begins to be obviously destroyed [19] . When there are enough bubbles, the gas gap discharge becomes the main discharge form instead of the discharge in oil. Because the charge generated by gas discharge dissipates quickly, PD amplitude and frequency drops again. The strength of the insulating oil has been significantly reduced, so Impurity Bridge is easily to be formed under the action of a strong electric field, causing flashover. The electric field distribution diagrams of air gap model under AC and DC voltage components when the voltage starts to be applied are shown in Figure 10a ,b. Figure 8c shows the space charge distribution of air gap model under DC voltage component. For air gap model, since the dielectric constant of pressboard is several times of the dielectric constant of air, the electric field strength generated by the AC component is concentrate in the air gap. In addition, the electric field strength generated by the DC component is also slightly higher inside the air gap. However, the electric strength of the air gap is lower, the PD initial voltage is low and the discharge mainly occurs inside the air gap and the end of the PD process is also marked by air gap breakdown. As the influence of the AC voltage component on the discharge of air gap model is more obvious than the above two models, the discharge amplitude is more balanced in the positive and negative half cycles. 
Defect Pattern Recognition Based on PD Characteristics Using Random Forests
In order to discuss the defect pattern recognition system based on PD characteristics using RF, the waveform and phase of single PD pulse are used to provide information for recognition. In practice, the mainstream PD testers with good performance have single pulse recording function. In this paper, an oscilloscope is used to record the experimental data; all the data collected in the experiment should be processed to extract the waveform and the phase of each PD pulse as the basis of the research.
Random Forests
As a highly flexible machine learning algorithm, RF has a wide range of applications [24, 25] . RF is an algorithm that integrates multiple decision trees and its essence belongs to Ensemble Learning-a branch of machine learning. Explaining RF in principle, for classification problems each decision tree is a classifier, and RF integrates all classification voting results specifying the category with the highest number of votes as the final output. It is the most Simple Bagging ideas [26] . As a very flexible and practical method, RF has the following characteristics:
(1) It is unexcelled in accuracy among current algorithms. RF classification effect (error rate) is related to two factors: 
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Random Forests
(1) It is unexcelled in accuracy among current algorithms. RF classification effect (error rate) is related to two factors:
(1) The error rate increases when the correlation of any two trees in a forest rises.
(2) The error rate decreases when the classification ability of each tree rises.
During the calculation process, random selection of samples and features is a way of de-correlating the trees. It is not necessary to carry out cross-validation or an independent test to get an unbiased estimate of the error, so unlike LSSVM and other algorithms [27] , it does not need to do a lot of parameter debugging in the calculation process of RF. The number of trees B is a free parameter. Typically, a few hundred to several thousand trees are used, depending on the size and nature of the training set. Choosing the best B is mainly based on the calculation of bag error rate-oob error (out-of-bag error). It is calculated as follows:
(1) For each sample, compute its classification as an oob sample (about 1/3 trees).
(2) Then take a simple majority vote as the classification result of the sample. (3) Finally, use the ratio of misclassified number to the total number of samples as the oob error rate of RF.
The sample features are the time, amplitude and phase information of PD pulse; the output classification result should be the PD source type. Table 2 shows the abbreviation of the source type which will be used in subsequent programming and discussion. Figure 11 shows the flowchart of PD source type classification with RF. (1) The error rate increases when the correlation of any two trees in a forest rises.
The sample features are the time, amplitude and phase information of PD pulse; the output classification result should be the PD source type. Table 2 shows the abbreviation of the source type which will be used in subsequent programming and discussion. Figure 11 shows the flowchart of PD source type classification with RF. 
PD Source Type Needle-Plate Surface Discharge Air Gap
Abbreviation N S A Figure 11 . Flowchart of PD source type classification with RF.
Data Preprocessing
The experiments in this manuscript were conducted in the lab where the background noise was controlled below 5 pC. However, background noise is the major obstacle in the field tests of PD. Noise can distort the PD pulse waveform and interfere with the recognition algorithm. Therefore, in the field tests the original data must be de-noised in order to get a better recognition effect. Hybrid particle swarm optimization wavelet adaptive threshold estimation (HPSOWATE) is used here for the de-noising of original PD signals. This algorithm incorporates the crossover mutation and chaos to optimize the global threshold value. Genetic algorithm and particle swarm algorithm are 
The experiments in this manuscript were conducted in the lab where the background noise was controlled below 5 pC. However, background noise is the major obstacle in the field tests of PD. Noise can distort the PD pulse waveform and interfere with the recognition algorithm. Therefore, in the field tests the original data must be de-noised in order to get a better recognition effect. Hybrid particle swarm optimization wavelet adaptive threshold estimation (HPSOWATE) is used here for the de-noising of original PD signals. This algorithm incorporates the crossover mutation and chaos to optimize the global threshold value. Genetic algorithm and particle swarm algorithm are introduced to verify the results. When the signal to noise ratio (SNR) is in the range of 0.5 to 2, the mean square error and amplitude error performance of HPSOWATE is significantly better than other wavelet de-noising methods [28] . In Figure 12 the original signal obtained in the field test and the de-noised signal of oscillation-attenuated PD pulse are shown to denote the de-noising effect of HPSOWATE. It can be seen that the de-noised signal not only retains the trend of the original signal but also meets the requirement of SNR for the recognition algorithm.
Sample Feature Selection
In previous studies, the classification and recognition of PD signals are based on feature extraction, and take the extracted features as the input of algorithms to get the classification and recognition results. There are mainly three methods for extracting the features of PD signal. The first one is to extract the features from the statistical spectrum of the signals. The second one is to take the average value after the features is extracted from the waveform of single PD pulses. The third one is to extract the features directly from single PD pulses as the input of classification algorithms. The first method is to calculate statistical spectrum such as PRPD, and then extract the spectral features or grayscale for classification. This method works well when it is determined that there is only one PD source. However, when the type and number of PD sources are unknown, the calculation of the statistics spectrum based on mixed signals will no longer be able to reflect the actual situation. The second method is to calculate the equivalent time, equivalent frequency and other features of single PD pulses, and then take the average within a certain period of time as an algorithm input to reduce the impact of randomness. When this method is applied to a multi-source problem, it is necessary to classify the pulses first, and then take the average of features from a single source for recognition. The complex computational process makes this method inconvenient to use in multi-source problems. The third method is to use single-pulse features like equivalent frequency and so on as the input of the classification algorithm directly and there is no statistical or averaging process, so the abilities of classification and preventing over-fitting are required highly. introduced to verify the results. When the signal to noise ratio (SNR) is in the range of 0.5 to 2, the mean square error and amplitude error performance of HPSOWATE is significantly better than other wavelet de-noising methods [28] . In Figure 12 the original signal obtained in the field test and the de-noised signal of oscillation-attenuated PD pulse are shown to denote the de-noising effect of HPSOWATE. It can be seen that the de-noised signal not only retains the trend of the original signal but also meets the requirement of SNR for the recognition algorithm.
In previous studies, the classification and recognition of PD signals are based on feature extraction, and take the extracted features as the input of algorithms to get the classification and recognition results. There are mainly three methods for extracting the features of PD signal. The first one is to extract the features from the statistical spectrum of the signals. The second one is to take the average value after the features is extracted from the waveform of single PD pulses. The third one is to extract the features directly from single PD pulses as the input of classification algorithms. The first method is to calculate statistical spectrum such as PRPD, and then extract the spectral features or grayscale for classification. This method works well when it is determined that there is only one PD source. However, when the type and number of PD sources are unknown, the calculation of the statistics spectrum based on mixed signals will no longer be able to reflect the actual situation. The second method is to calculate the equivalent time, equivalent frequency and other features of single PD pulses, and then take the average within a certain period of time as an algorithm input to reduce the impact of randomness. When this method is applied to a multi-source problem, it is necessary to classify the pulses first, and then take the average of features from a single source for recognition. The complex computational process makes this method inconvenient to use in multi-source problems. The third method is to use single-pulse features like equivalent frequency and so on as the input of the classification algorithm directly and there is no statistical or averaging process, so the abilities of classification and preventing over-fitting are required highly. In the existing classification algorithms, RF has the highest classification ability when the sample size is large, and the over fitting problem is not prone to occur, which is very suitable for the aforementioned third method of recognition. Meanwhile RF is insensitive to the magnitude of the feature, and the classification calculation can be performed only when the feature dimensions are the same. Therefore, the calculation process can be greatly simplified. In view of the advantages of RF, original waveforms of PD pulses combined with phase information are selected as the input of RF. In the existing classification algorithms, RF has the highest classification ability when the sample size is large, and the over fitting problem is not prone to occur, which is very suitable for the aforementioned third method of recognition. Meanwhile RF is insensitive to the magnitude of the feature, and the classification calculation can be performed only when the feature dimensions are the same. Therefore, the calculation process can be greatly simplified. In view of the advantages of RF, original waveforms of PD pulses combined with phase information are selected as the input of RF.
The typical pulse waveforms of three PD models in negative and positive half cycles are shown in Figure 13 . The pulses are all from the steady stage mentioned in Section 3.1 and two pulses of one model are from the same primitive period. It can be seen that different PD characteristics lead to different pulses. Because the 1:1 combined AC-DC voltage has asymmetric cycle, the pulses from the same model show different patterns in the positive and negative half cycles, including amplitude, pulse width and so on. Therefore, different with the PD analysis under DC voltage, the phase information of discharge still has important reference value in the PD characteristics analysis. So in addition to the information provided by the pulse waveform, the phase of each PD pulse is added to the feature amount of the sample. The phase processing method is that one cycle is equally divided into 360 phase windows, and the degree of phase window where each pulse is located represents its phase information.
RF algorithm requires the same number of feature dimensions for each sample. The PD pulse of oil-paper insulation is usually dozens of nanoseconds to one microsecond or so. Of the same model in the same development stage, PD pulse shapes are not exactly the same. Under a uniform sampling rate, the number of points contained in each PD pulse is almost different. Therefore, the dimensions of the sample features need to be normalized. The zero-padding method is used to normalize the dimensions of sample features. In view of the PD signal duration range and the sampling rate of the experiment in this paper, 400 is selected as the normalized feature dimension. The specific normalization process is shown in Figure 14 . The phase information is taken as the first feature. The PD pulse is connected with the first feature from the second digit. Finally, the remaining positions up to 400 are all supplemented by zero. According to the experimental results, the data between the initial zero-crossing and the third zero-crossing of each discharge is a discharge pulse. This method not only ensures the unification of feature dimensions without losing the information of PD pulses, but also makes the results suitable for RF input. It is noteworthy that the selection of feature dimension needs to be matched with the actual situation, taking into account the experimental circuit structure, sampling rate and assignment calibration. The typical pulse waveforms of three PD models in negative and positive half cycles are shown in Figure 13 . The pulses are all from the steady stage mentioned in Section 3.1 and two pulses of one model are from the same primitive period. It can be seen that different PD characteristics lead to different pulses. Because the 1:1 combined AC-DC voltage has asymmetric cycle, the pulses from the same model show different patterns in the positive and negative half cycles, including amplitude, pulse width and so on. Therefore, different with the PD analysis under DC voltage, the phase information of discharge still has important reference value in the PD characteristics analysis. So in addition to the information provided by the pulse waveform, the phase of each PD pulse is added to the feature amount of the sample. The phase processing method is that one cycle is equally divided into 360 phase windows, and the degree of phase window where each pulse is located represents its phase information.
RF algorithm requires the same number of feature dimensions for each sample. The PD pulse of oil-paper insulation is usually dozens of nanoseconds to one microsecond or so. Of the same model in the same development stage, PD pulse shapes are not exactly the same. Under a uniform sampling rate, the number of points contained in each PD pulse is almost different. Therefore, the dimensions of the sample features need to be normalized. The zero-padding method is used to normalize the dimensions of sample features. In view of the PD signal duration range and the sampling rate of the experiment in this paper, 400 is selected as the normalized feature dimension. The specific normalization process is shown in Figure 14 . The phase information is taken as the first feature. The PD pulse is connected with the first feature from the second digit. Finally, the remaining positions up to 400 are all supplemented by zero. According to the experimental results, the data between the initial zero-crossing and the third zero-crossing of each discharge is a discharge pulse. This method not only ensures the unification of feature dimensions without losing the information of PD pulses, but also makes the results suitable for RF input. It is noteworthy that the selection of feature dimension needs to be matched with the actual situation, taking into account the experimental circuit structure, sampling rate and assignment calibration. 
Recognition Results
In this paper, three types of PD defect model are investigated and the experiment of each model was repeated twice. In order to verify the effectiveness of the recognition algorithm, two methods of sample selection are used to test as follows:
(1) All PD pulses are from steady stage. Because of the high PD repetition rate during the steady stage, 1000 discharge pulses were selected for each model as the training set during the steady stage of the first experiment. In addition, 2000 pulses were selected for each model as the test set during the steady stage of the second experiment. This method is abbreviated as 1th set. (2) PD pulses of three models come from two different stages. Because the PD amplitude of the air gap model is comparatively higher, in the data of the first experiment, 500 PD pulses of the air gap model at the initial stage were selected and 500 PD pulses of other two models respectively were selected at the steady stage as the training set. In the second experimental data of each model, 1000 pulses were selected as the test set according to the same stages. This method is abbreviated as 2nd set. When the feature dimension M is 400, m = 20. According to the principle of RF, when the number of decision trees increases to a certain extent, the accuracy of the algorithm will approach a stable interval, therefore considering the impact of calculation accuracy and amount, the number of decision trees B is selected as 500. During the classification test, the three selected test sets of three models are combined and each test sample is input to RF in a random order to finally obtain the classification result. 
(1) All PD pulses are from steady stage. Because of the high PD repetition rate during the steady stage, 1000 discharge pulses were selected for each model as the training set during the steady stage of the first experiment. In addition, 2000 pulses were selected for each model as the test set during the steady stage of the second experiment. This method is abbreviated as 1th set. (2) PD pulses of three models come from two different stages. Because the PD amplitude of the air gap model is comparatively higher, in the data of the first experiment, 500 PD pulses of the air gap model at the initial stage were selected and 500 PD pulses of other two models respectively were selected at the steady stage as the training set. In the second experimental data of each model, 1000 pulses were selected as the test set according to the same stages. This method is abbreviated as 2nd set. 
(1) All PD pulses are from steady stage. Because of the high PD repetition rate during the steady stage, 1000 discharge pulses were selected for each model as the training set during the steady stage of the first experiment. In addition, 2000 pulses were selected for each model as the test set during the steady stage of the second experiment. This method is abbreviated as 1th set. (2) PD pulses of three models come from two different stages. Because the PD amplitude of the air gap model is comparatively higher, in the data of the first experiment, 500 PD pulses of the air gap model at the initial stage were selected and 500 PD pulses of other two models respectively were selected at the steady stage as the training set. In the second experimental data of each model, 1000 pulses were selected as the test set according to the same stages. This method is abbreviated as 2nd set. When the feature dimension M is 400, m = 20. According to the principle of RF, when the number of decision trees increases to a certain extent, the accuracy of the algorithm will approach a stable interval, therefore considering the impact of calculation accuracy and amount, the number of decision trees B is selected as 500. During the classification test, the three selected test sets of three models are combined and each test sample is input to RF in a random order to finally obtain the classification result. When the feature dimension M is 400, m = 20. According to the principle of RF, when the number of decision trees increases to a certain extent, the accuracy of the algorithm will approach a stable interval, therefore considering the impact of calculation accuracy and amount, the number of decision trees B is selected as 500. During the classification test, the three selected test sets of three models are combined and each test sample is input to RF in a random order to finally obtain the classification result. Table 3 shows the recognition results of two sample selection methods. The recognition rate is calculated as the ratio of the number of correctly recognized samples to the total number of samples in the test set. 
Effect Assessment and Disscussion
It can be seen from Table 3 that the difference between the recognition results obtained by the two sample selection methods is small, and the recognition rate is both high. As good classification algorithms, RF and LSSVM are often used in recognition problems. However, the two algorithms differ in their scope of application. LSSVM works well for small and unbalanced samples. Based on the data set selected in Section 4.3, the classification performance of RF and LSSVM is compared. For the performance comparison of the two algorithms, quantifiable indicators are the calculation time and recognition rate. There are two methods of comparison: the first one uses the features proposed in this paper as input (1st feature), and the second one uses the traditional features for single pulse as input (2nd feature). The traditional features for single pulse are equivalent time, equivalent frequency and time interval [29] . In order to simultaneously evaluate the feature calculation method proposed in this paper, the calculation time in comparison includes the time of feature extraction. Table 4 shows the performance comparison results based on 1st feature. In addition, Table 5 shows the performance comparison results based on 2nd feature.
Because computing speed is affected by hardware conditions, the calculation time is based on the same computer and the same software MATLAB 2012 (MathWorks, Natick, MA, USA) in order to evaluate the performance of the algorithms under the same conditions.
It can be seen in Tables 4 and 5 that when the number of samples and the feature dimension are small, the calculation accuracy of RF and LSSVM are similar. Any increase in the number of samples or feature dimension can significantly increase the calculation time of LSSVM. The performance of RF has remained a relatively stable level. Although the calculation speed of RF is not the fastest among all the classification methods, it is good at classifying large samples and is robust to noise. Therefore, the calculation time for data pretreatment in the conventional method can be reduced. In the on-line partial discharge monitoring of power equipment, the processing of big data has become a major demand. Monitoring of large sample size contributes to real-time, continuous and accurate assessment of insulation state. Comparing the results of Tables 4 and 5 , considering the overall recognition ability RF combined with 1st feature is better.
At the same time, the influence of parameter debugging on the recognition ability should also be considered. In the aforementioned comparison test, RF parameters are not adjusted in all the calculations, while LSSVM is more sensitive to the input and the parameters needs to be adjusted when the input is different. For the LSSVM, the kernel function parameters and the regularization parameter are the main factors that affect the performance. Secondly, the selection of the penalty factor also has certain influence on the performance. In previous research, some researchers put forward a variety of optimization methods for this problem such as cross-validation selection method, genetic algorithm-based selection method, particle swarm optimization-based selection method and so on [30, 31] . No matter which kind of selection method will increase the calculation time to some extent, while making the operation of the recognition system more difficult. Cross-validation is used in this paper to adjust the parameters. The adjustment time varies with the proficiency of the operators and therefore cannot be compared quantitatively. In actual operation monitoring, excessive parameter debugging will greatly reduce the operability of the recognition system. So comprehensively considering all aspects of the situation, RF is more adaptable.
In this paper, only PD pattern recognition is studied. However in practical application, the development stage of PD is also an important monitoring target. In order to get a better application effect, based on the research of this paper, the stage recognition of PD development under different models is required. The expert library that can comprehensively recognize the PD pattern and development stages is the next step of research.
Conclusions
In order to study the defect pattern recognition based on PD characteristics, the PD characteristics of oil-pressboard insulation with three defect models (needle-plate, surface discharge and air gap) under 1:1 combined AC-DC voltage is described in this paper. RF is used for PD pattern recognition. Single PD pulse and its phase information are used as the input feature, and zero-padding method is used to normalize the feature dimension. The main conclusions are as follows:
(1) According to the time-variation trends of Q max and N, PD pulse distribution in single cycle and discharge mechanism explanation, it can be seen that under 1:1 combined AC-DC voltage, the influence of DC voltage component on the PD characteristics of air gap model is less than that of other two models, and the influence of DC component on PD repetition rate is less than that of PD amplitude.
(2) In the case of a large sample size, recognition effect of RF on the PD pattern is good. In the case that PD pulses of the three models are all in a steady stage and are in different stages, the recognition effect can reach more than 85%. (3) Using phase information combined with waveform of PD pulse as the input feature can well reflect the characteristics. The method of zero-padding used to normalize the features can reduce the calculation amount and prevent information lose. Therefore, it is suitable for the PD pattern recognition in cooperation with RF. (4) RF and LSSVM are compared for PD pattern recognition. In the case of a large amount of data, comprehensively considering the recognition rate, calculation time and adaptation, the performance of RF is better.
